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NOTES:

1. CONTACTS SHOWN IN
NORMAL POSITION OF THE
SELECTOR SWITCH.

2. USED FOR ISOLATION OF
HALON SYSTEM CONTROLS,
ELEVATOR RECALL, DAMPER
CLOSERS, BELL/STROBE
BY—PASS, A/C UNIT
SHUTDOWN, DOOR HOLDER
BY—PASS, AND TO KEEP
ANY OTHER DEVICES FROM
OPERATING WHEN TESTING
SMOKE DETECTORS.
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